=one foot

three inches

one foot

one and one—half inches

one foot

one inch

one foot

three—quarters inch

one foot

one—half inch

one foot

three—eighths inch

one foot

one—quarter inch

one foot

one—eighth inch

16

EEEEEEEEEE

PROPOSED LOCATION OF EXISTING OXYGEN = o .
| I_ QUTLETS TO BE RECERTIFIED (6 OUTLETS)
| !
= I_I—| | . . a s
| . . .
i . a E
Eu @ ) | ———
\é i j rr | o a
- . . : - B
i |JE _LIL o

] = |——— —————— —I - u .
' | | - S
aad | E’II L 1]
I |: PROPOSED LOCATION OF EXISTING OXYGEN PROPOSED LOCATION OF EXISTING OXYGEN I d |
I— — J @ OUTLETS TO BE RECERTIFIED (20 OUTLETS) " " OUTLETS TO BE RECERTIFIED (18 OUTLETS) | |
I I I
; . | | !
PROPOSED LOCATION OF EXISTING OXYGEN | I_ _________ J
OUTLETS TO BE RECERTIFIED (7 OUTLETS)
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EXISTING OXYGEN SERVICE SHALL REMAIN ACTIVE UNTIL
NEW PIPING HAS BEEN INSTALLED, TESTED AND CERTIFIED
AT WHICH POINT THE EXISTING OXYGEN SERVICE SHALL BE
SHUT DOWN TO ALLOW FOR CONNECTING NEW TO EXISTING
AT THE BULK STORAGE TANK AND WITHIN THE BUILDING
(REFER TO SITE PLANS AND PLUMBING PLANS).
SHUTDOWN SHALL BE LIMITED TO 12 HOURS AND SHALL
INCLUDE THE CONNECTIONS TO EXISTING AS NOTED ABOVE
i 0 AND RECERTIFICATION OF EXISTING OXYGEN SYSTEM
1] THROUGHOUT THE HOSPITAL. MEDICAL GAS CERTIFIER
SHALL PROPERLY STAFF THE PROJECT TO MEET SHUTDOWN
; ; REQUIREMENTS.
0
_I_I_— - —I_I_ _I_I— QUANTITY AND LOCATION OF OXYGEN OUTLETS SHOWN ON
E ] THE SHEET ARE FOR BIDDING PURPOSES, MEDICAL GAS
B “ CERTIFIER SHALL VERIFY EXACT LOCATION OF OQUTLETS
i WITH THE OWNER PRIOR TO THE SHUTDOWN. T
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\\ PROPOSED LOCATION OF EXISTING OXYGEN 1
OUTLETS TO BE RECERTIFIED (4 OUTLETS)
PROPQOSED LOCATION OF EXISTING OXYGEN  —
OUTLETS TO BE RECERTIFIED (13 OUTLETS)
KEY PLAN
NOT TO SCALE
BUILDING 1 EIGHTH FLOOR BUILDING 1 NINTH FLOOR BUILDING 1 TENTH FLOOR
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